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Arc Root Mobility on Piezoelectrically Actuated
Contacts in Miniature Circuit Breakers
Paul M. Weaver, Kesorn Pechrach, and John W. McBride
Abstract—A novel contact opening mechanism has been de-
veloped using a piezoelectric actuator to open the contacts in
a low contact opening velocity circuit breaker. The arc control
on the contacts is critical for successful current interruption
(103 104 A) in low voltage ( 250 V) devices. Previous work
has shown how arc root commutation from the contact region into
the arc chamber is affected by arc chamber materials, contact
materials and the gap behind the moving contact for contact
velocities between 1 ms 1 and 10 ms 1. This work is extended
using a commercially available piezoelectric actuator to open the
contacts. Contact opening speeds are assessed and the arc root
mobility is characterized under this operating regime. A flexible
test apparatus and solid-state high-speed arc imaging system are
used to gather data on the arc root during the opening of the
contacts. New experimental results are presented on the anode
and cathode root velocity and arc root motion in an arc chamber
with piezoelectrically actuated contact opening. These results can
be used to improve the design of high current low voltage circuit
breakers suitable for piezoelectric actuation.
Index Terms—Circuit breakers, piezoelectric actuator.
I. INTRODUCTION
LOW voltage miniature circuit breakers (MCBs) are widelyused for protection from electrical faults in domestic and
light industrial installations. These devices protect against short
circuit faults of typically 1–16 kA. During a short circuit fault an
electric arc is drawn between opening contacts. The arc is then
propelled by electromagnetic forces into splitter plates which
divide the arc into a number of smaller arcs. This results in a
high arc voltage, which counteracts the supply voltage to limit
the peak fault current. The energy released by the fault is re-
duced and damage to both the circuit and the circuit breaker is
minimized.
To achieve satisfactory short circuit performance rapid con-
tact opening and a high contact velocity are usually necessary.
At low contact opening velocity, the arc root stays on the con-
tacts for a longer period of time. Heat is generated in the arc
chamber and the contacts are eroded. This has resulted in a range
of devices where the opening mechanism is driven by a sole-
noid energised by the short circuit current. The solenoid plunger
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not only trips the spring driven opening mechanism, but also di-
rectly drives the opening of the contacts. This “hammer action”
provides a very rapid acceleration of the moving contact during
the initial contact opening.
In addition to the high current event the circuit breaker must
also trip on moderate over-current. This is usually achieved with
a bimetallic strip. Increasingly, circuit protection devices pro-
vide additional functionality such as residual current or arc fault
detection.
The design of these systems could be simplified by the use
of smart materials technology to provide the contact actuation.
The closer the match between actuator performance and the de-
mands of the contact system, the simpler the operating mech-
anism becomes. The number of mechanical parts can be min-
imized, and the demands on their performance reduced. This
will improve reliability, reduce size, power consumption and
manufacturing costs. As well as benefits in the design of con-
ventional circuit breakers, the ability to make solid state contact
opening mechanisms would allow substantial miniaturization of
these devices resulting in a completely new type of device.
The relationship between the arc mobility and the contact
opening velocity is complex and depends on the magnetic en-
vironment in the arc chamber and the flow of the arc chamber
gases. These effects have been investigated previously at re-
duced contact opening velocity [1]–[4]. It was found that ad-
verse gas flow effects can impede the arc root motion, and that
optimization of the arc chamber design could permit the use of
lower contact opening velocities. Recent investigations [4] have
shown that detailed study of the arc-root phenomena can yield
improvements in arc chamber performance thus permitting op-
eration at reduced contact opening velocity. This now opens the
possibility of refinement of the mechanism using smart mate-
rials actuation. Piezoelectric ceramic actuators have been used
as the trip element in commercial circuit breakers [5] to pro-
vide low power electronic actuation. In this paper, the oper-
ating characteristics of a piezoelectric actuator relevant to di-
rect contact opening are presented. A directly acting contact
opening system was developed. The performance of the contact
system under short circuit conditions is analyzed using the flex-
ible test system and arc imaging system described previously
[1]–[4]. Results are compared with reference data using a con-
stant opening velocity contact system. Successful current lim-
iting performance is demonstrated using the piezoelectrically
actuated contact system.
II. PIEZOELECTRIC ACTUATION IN CIRCUIT BREAKERS
The actuator used for the present investigation was a planar
bimorph actuator shown in Fig. 1. The actuator employs a novel
geometry, which produces very large movement from a simple
1521-3331/$20.00 © 2005 IEEE
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Fig. 1. Planar bimorph actuator.
Fig. 2. Schematic diagram of the operation of the planar bimorph actuator.
(Color version available online at http://ieeexplore.ieee.org.)
Fig. 3. Effective pivot in planar bimorph actuator. (Color version available
online at http://ieeexplore.ieee.org.)
and compact structure [5]. The operating principle is shown in
Fig. 2.
The actuator comprises two arms formed from a single metal
substrate and two piezoelectric ceramic plates. The planar dis-
position of the two ceramic plates means that, unlike a con-
ventional bimorph structure, high fields can be applied without
danger of repolarising the ceramic. The first arm of the actuator
produces a downward movement which provides an angle for
the movement amplification of the second arm. The total move-
ment is slightly less than could be obtained from a single beam
of twice the length. However, the stiffness of a single beam has
cubic relationship to the length, so only very low forces could
be obtained this way. A key advantage of the planar bimorph
structure is that it forms an effective pivot point approximately
half way along the length of the actuator as shown in Fig. 3.
This means that a high displacement can be obtained with
useful force output. This results in a much more efficient actu-
ator than a conventional single beam design.
Fig. 4. Surface structure of piezoelectric ceramic (Image courtesy Taicaan
Technologies www.taicaan.com). (Color version available online at http://
ieeexplore.ieee.org.)
Fig. 5. Schematic of the spring model of piezoelectric actuator. The force (F)
varies linearly with displacement of the actuator tip (x). d is the free positive
displacement and d- the free negative displacement. F is the blocked force.
(Color version available online at http://ieeexplore.ieee.org.)
The piezoelectric ceramic is a commercial grade lead
zirconate titanate. It is selected for its high coefficient
330 pm V to achieve a large displacement in a bending
actuator. The formed and compacted ceramic is sintered, then
machined to size (see [6] for details of electro-ceramic pro-
cessing). This forms a dense grain structure with typical grain
sizes of 15- m diameter, as shown in the surface profile of
Fig. 4. A metallic electrode is then applied to the ceramic. The
ceramic plates are bonded to the metal substrate and electrical
connections made to complete the assembled actuator.
When applied in a circuit breaker mechanism the actuator be-
havior can be approximated by a simple mass—spring system.
The spring rate is independent of the applied voltage, but the un-
loaded position varies with voltage as shown in Fig. 5. Values
for F and for the conditions of interest are given in Table I.
A negative voltage can be applied to considerably extend the
operating range of the actuator up to a limit determined by the
coercive field of the ceramic [7]. Only positive voltages are con-
sidered in this paper.
The static spring characteristic of the actuator is described by
the following equation relating the force, F, and deflection x:
(1)
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TABLE I
PIEZOELECTRIC ACTUATOR PERFORMANCE CHARACTERISTICS
Fig. 6. Voltage response of the planar bimorph actuator.
Fig. 7. Force response of the planar bimorph actuator.
where is the voltage dependent free displacement of the actu-
ator and k is the spring constant. The blocked force, F is given
by
(2)
Fig. 6 shows the measured voltage response of the piezoelec-
tric actuator [8]. Displacement results were measured using a
laser displacement sensor. Force data obtained from the dis-
placement using (2) is shown in Fig. 7.
This particular actuator had a stroke of 1.2 mm for the 400-V
0.5-Hz triangle wave used. The actuator stroke can be extended
Fig. 8. Schematic of the force displacement profiles of piezoelectric and
solenoid actuators. (Color version available online at http://ieeexplore.ieee.org.)
by electronic means or by mechanical extension (Fig. 3). The
dynamic stroke will be considerably larger than this particularly
at resonance. In common with all piezoelectric actuators, hys-
teresis and nonlinearity are observed in the voltage response of
the actuator [9] and this must be accounted for in the design.
The spring-like characteristic of the piezoelectric actuator is
different to that of the solenoid or electromagnet convention-
ally used in circuit breaker designs as described schematically in
Fig. 8. The high initial force of the piezoelectric actuator can be
useful in overcoming friction and initiating mechanism move-
ment. The slow linear decay in force is in contrast to the highly
nonlinear force profile of a solenoid. In general, a solenoid will
need to be specified with a high peak force to provide a useful
force at a large displacement. This can result in quite a large so-
lenoid with high power consumption. Alternatively the mecha-
nism needs to be accurately specified to operate in the high force
region of the solenoid characteristic which may require expen-
sive processing.
In a circuit breaker, the dynamic response of the actuator is
critical to the rapid operation of the mechanism. The dynamic
response of the actuator was measured using a laser displace-
ment sensor at the actuator tip. Typical results are shown in
Fig. 9.
The lightly damped actuator oscillates freely with a period
of 5.8 ms, i.e. a resonant frequency of approximately 170 Hz.
The response time of 2.4 ms was measured as the time taken to
first pass the equilibrium displacement. The velocity and accel-
eration of the actuator were obtained by differentiation of the
displacement profile. Results are shown in Fig. 10.
The peak velocity V and peak acceleration A is ap-
proximately 0.9 m/s and 1000 m/s , respectively. The high ini-
tial acceleration in the mechanism is valuable in achieving short
opening times. Solenoid systems have intrinsically lower initial
acceleration. These figures can be obtained analytically from the
equations for simple harmonic motion
(3)
(4)
(5)
where is the angular velocity 2 F. From the above mea-
surements of frequency and displacement, we obtain predicted
figures of 1.3 m/s and 1410 m/s for the peak velocity and ac-
celeration. These are slightly higher than the measured values
due to damping in the system.
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Fig. 9. Dynamic response of the actuator to rising and falling voltage steps.
(a) Rising state. (b) Falling state. (Color version available online at http://
ieeexplore.ieee.org.)
Fig. 10. Velocity and acceleration of the actuator. (Color version available
online at http://ieeexplore.ieee.org.)
In a circuit breaker, the actuator would be coupled to a mecha-
nism and this will play a large part in the dynamics of the system.
To design the mechanism and predict its performance, the actu-
ator can be built into a complete system model as a mass spring
system. The spring rate and free deflection of the actuator are
Fig. 11. Effect of contact mass on opening trajectory. (Color version available
online at http://ieeexplore.ieee.org.)
Fig. 12. Effect of contact mass on average contact velocity (velocity calc-
ulated over the first 1 mm of opening). (Color version available online at http://
ieeexplore.ieee.org.)
described above. The effective mass of the actuator can be ob-
tained from the resonant frequency by assuming a simple har-
monic oscillator
(6)
where is the period of oscillation, m is the effective mass
of the actuator and k is the stiffness or spring rate of the actu-
ator. This equation is used to calculate the effective mass of the
actuator given in Table I. These figures apply to the actuator on
its own. The mass of the moving contact will have a significant
effect the value of m and therefore on the dynamics as shown
in Fig. 11.
The piezoelectric actuator described here has sufficient move-
ment to open directly a set of contacts. However, the contact
velocity (Fig. 12) is below that normally required for effective
current limitation. However, recent research [4] has shown that
it may be possible to improve arc control to an extent that it may
be possible to obtain effective arc control with contact veloci-
ties of the order of 1 ms . This could permit direct actuation
using a piezoelectric actuator. The stroke of the actuator studied
here is in the right order of magnitude for a contact system, but
marginal for a short circuit device. The force from the actuator
would also be insufficient for direct contact action.
Force and displacement can be improved preferably by im-
proving the performance of the actuator but also by using the
actuator as an intermediate stage in the mechanism. The discrep-
ancy between the actuator performance and the requirements of
the contact system needs to be minimized to provide the sim-
plest mechanical system. The ultimate goal of the research is to
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Fig. 13. Schematic diagram showing the arrangement of the apparatus and
associated instrumentation.
Fig. 14. Schematic diagram of the flexible test apparatus and piezoelectric
ceramic actuator. (Color version available online at http://ieeexplore.ieee.org.)
eliminate intermediate stages thus permitting direct contact ac-
tuation and the design of a solid state circuit breaker. It should be
noted that both actuator performance and arc chamber character-
istics are highly configurable by selection of geometry, materials
and operating conditions. There is considerable scope therefore
to optimize the matching of the characteristics of the piezoelec-
tric actuator and the mechanical contact system to yield signifi-
cant improvements in performance.
III. SHORT CIRCUIT TEST METHODS
A schematic diagram of the experimental apparatus and as-
sociated instrumentation is shown in Fig. 13.
Short circuit tests were carried out using a flexible test appa-
ratus (FTA) and arc imaging system (AIS). The test system has
been described in detail previously [1]–[4]. The system simu-
lates the current limiting operation of a miniature circuit breaker
using a capacitor discharge through a variable geometry test
chamber. The high speed arc imaging system (AIS) uses an op-
tical fiber array to record the motion of the arc. The experimental
test chamber is shown in Fig. 14 with the arrangement of the op-
tical fibers used for the evaluation of the arc root motion [3]. The
key experimental parameters are shown in Table II.
TABLE II
VALUES OF CONSTANT FACTORS USED FOR ALL EXPERIMENTS
Experiments were performed using a piezoelectric actuator
with a contact piece attached to the moving end. For compar-
ison, tests were also conducted using a constant contact opening
velocity of 1 ms . This was driven by a pivoting mechanism
powered by a large solenoid as described previously [4].
IV. RESULTS AND DISCUSSION
Fig. 15 shows short circuit voltage waveforms for the piezo-
electrically actuated contact system and the constant velocity
(1 ms ) system.
In Figs. 15–17, the data are overlaid on idealised contact tra-
jectories. In the case of the piezoelectrically operated contact
system the trajectory was calculated using (3) and (6) as de-
scribed above assuming an effective mass of 2 g to simulate the
mass of the moving contact. For the “driven” contact system a
constant contact velocity of 1 ms is shown.
The contact opening time was obtained from the initial rise in
the arc voltage and the contact trajectory calculation started at
this point. The results show that the arc successfully transferred
from the contact system into the arc stack and effective current
limitation was achieved with both contact systems.
There is a limited amount of information that can be obtained
from examination of the voltage results alone. The use of the arc
imaging system makes possible the independent measurement
of the anode and cathode root movements. In particular we are
interested in the first few milliseconds of arc movement.
In the following discussion, approximate values are user-de-
rived from the data in Figs. 16 and 17. In the case of the anode
(Fig. 16) on the 1 m/s moving contact, the anode moves rapidly
2.5 mm after 1 ms at a contact gap of 0.6 mm, after this move-
ment the anode root remains static for 2 ms until the arc transfers
rapidly away from the contact region, at a contact gap of 2.5 mm.
On the significantly slower piezoelectrically operated contact
the anode remains static for 3.8 ms until the contact gap reaches
approximately the same value as for the initial movement in the
constant velocity opening system (0.6 mm). The anode root is
then able to transfer rapidly away from the contact system and
into the arc stack.
The observation that the arc movement occurs at the same
contact gap for both contact systems is in accord with previous
studies [10], [11] where it was shown that a minimum contact
gap is requirement for arc motion. However, in this study the
most significant delay in moving away from the contact region
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Fig. 15. Arc voltages for piezoelectric and constant velocity 1 ms contact systems. Contact trajectories for the two systems are shown (dashed lines). (Color
version available online at http://ieeexplore.ieee.org.)
Fig. 16. Anode root displacement compared between piezoelectric and constant velocity (1 ms ) contact systems. Contact trajectories for the two systems are
shown (dashed lines). (Color version available online at http://ieeexplore.ieee.org.)
Fig. 17. Cathode root displacement compared between piezoelectric and constant velocity 1 ms contact systems. Contact trajectories for the two systems are
shown (dashed lines). (Color version available online at http://ieeexplore.ieee.org.)
occurs after this initial arc motion, and in these tests the onset of
rapid arc motion bore no relationship to the contact separation.
As seen in Fig. 16 there is not a very large difference in the
time of rapid arc motion despite significantly different contact
velocities. In this case it is possible that the delay is caused by
the transfer of the arc from the moving contact to the arc runner,
where factors such as gas flow have a strong influence [3].
The cathode root on the fixed contact shows a more gradual
movement for both the piezoelectrically operated and constant
velocity contact systems. The constant velocity system shows an
initial slowarc rootmovementofapproximately5ms followed
by rapid arc motion at the same time as the anode. The piezoelec-
tric system shows some erratic movement between 2–3 ms. The
onset of rapid arc motion occurs at the same contact gap as the
start of the cathode movement in the constant velocity system.
The effect of the contact opening velocity on arc erosion has
not been investigated in this study, but the longer dwell time in
the region of arc formation is likely to increase contact erosion.
However, the direct electromechanical coupling of a piezoelec-
tric actuator means that it would be possible to tailor the contact
Authorized licensed use limited to: UNIVERSITY OF SOUTHAMPTON. Downloaded on June 17, 2009 at 10:46 from IEEE Xplore.  Restrictions apply.
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opening trajectory simply by controlling the charge on the actu-
ator. It is known that the opening velocity profile can have a sig-
nificant effect on the contact erosion [12], and it may therefore be
possible to optimize the contact opening trajectory for minimum
contact erosion. This is an important area for further study.
These initial results show that despite a low contact opening
velocity on the piezoelectrically operated contacts (due to the
large mass of the moving contact) the transition to rapid arc mo-
tion away from the contact region occurs only slightly later than
the constant velocity system. Clearly the contact mass is a sig-
nificant factor in the speed of operation of the contact system.
However, the overall effect on the arc control is not as signif-
icant as might be expected on the basis of a minimum contact
gap requirement. Other factors such as optimization of the gas
flow to permit rapid transfer off the moving contact are signifi-
cant. Successful current limitation was therefore possible using
a piezoelectric actuator. Even so there is considerable scope
for improving the effectiveness of the piezoelectrically oper-
ated system not only by increasing the contact velocity but also
by further development of the arc chamber to provide enhanced
performance at low contact opening velocity.
V. CONCLUSION
This paper demonstrates how a piezoelectric actuator can be
used as part of the actuation system in a circuit breaker mech-
anism. A methodology is presented for the analysis and design
optimization of piezoelectric actuator based contact system. A
piezoelectrically operated system was implemented in a test
chamber and used to demonstrate successful current limiting
performance.
• The performance of a commercially available piezoelec-
tric ceramic actuator is assessed for suitability for use in
a circuit breaker mechanism.
• The piezoelectric actuator is able to achieve contact ve-
locities in the range required for current limitation for an
arc chamber optimized for low contact opening velocity.
• The moving contact mass can significantly reduce the
contact opening velocity and is therefore a significant de-
sign parameter.
• Short circuit tests show effective current limiting perfor-
mance comparable to a constant velocity (1 ms ) contact
system.
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